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NOTE:
All Meter Vaults Shall Be Pre—Approved
By D.0.W. Engineering Office.

No Tees or Bypass required for DCDA.
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Size _[|pide Yol Meter Length | M. Wl

Main |cr w/|DiSc| | gngth| wWidth | FM  |DCDA| CT | Disc

Meter [FM  |w/DC CT A B
11/2 6'-0" | 5'-0" 13 1/4"| 2'-6"| 2'-6
2" 7'-0"| 5'-0” 1'-5" 2'-6"| 2'-6
3" | 2" [5/8" 8—0"| 5’0" | 2’9" | *+ | 2'-0" 2'-6"| 2'-6
| I T-0° ¥-0" |20 ] * |20 3'-0"| 3'-0
6” | 3~ [5/8"10’-0"| 8'-0" | 3'-9" 4'-0"| 4'-0
8" | 4" |5/8711-0" 9’0" | 4’5" 4-8"| 4-¢
10" | 6" | 1" | 15'-0"| 10’'-0"| 5°'-8" 5'—0"| 5°-0
10"x12" 6” 15'-0"| 10’-0"| 5’'-9” 5'-0" | 5'-0

* DCDA shall be A.S.S.E. #1048 and will vary by manufacturer.
Dimensions shown are face fo face. Allowances must be provided for the thickness of the gaskets to be used.
1 1/2" Meter Settings shall be constructed using the Meter Setter provided by the Division of Water.
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